KeY NOTes — DETAIL T

@ REMOVE (E) FIRE SPRINKLER WATERFLOW SWITCH FOR BUILDING 45.

@\ @\ (2) REMOVE (E) FIRE SPRINKLER WATERFLOW SWITCH AND VALVE POSITION SUPERVISORY SWITCH FOR
/@ 1-3—4 BUILDING 43. RETAIN THE WATERFLOW SWITCH AND VALVE SUPERVISORY SWITCH FOR

. REINSTALLATION AT A NEW LOCATION.
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@ REMOVE (E) MANUAL FIRE ALARM CALL BOX ON THE EXTERIOR OF BUILDING 45. RETAIN THE
MANUAL FIRE ALARM CALL BOX AT A NEW LOCATION.
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@ REMOVE (E) FIRE ALARM CONDUIT AND CIRCUITS ROUTED THROUGH AND ATTACHED TO BUILDING 45.
RETAIN THE FIRE ALARM CIRCUITS FOR REINSTALLATION AT A NEW LOCATION.
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/\FIRE ALABRM - DEMOLITION PLAN
W SCALE: 1/8"=1"-0"

KeY NOTes — DETAIL 2

@ INSTALL TEMPORARY RACEWAY UTILIZING THE EXISTING CIRCUITS REMOVED IN KEY NOTE #4, DETAIL
1 TO SERVE THE FIRE SPRINKLER WATERFLOW SWITCH, VALVE POSITION SUPERVISORY SWITCH AND
MANUAL FIRE ALARM CALL BOXES FOR BUILDING 63. INSTALL RACEWAY ALONG THE EXISTING

@\ TRENCH NORTH OF BUILDING 45

1-5-2 0 @ INSTALL TEMPORARY FIRE SPRINKLER WATERFLOW SWITCH AND VALVE POSITION SUPERVISORY
1-3-3 SWITCH FOR BUILDING 43 UTILIZING THE WATERFLOW SWITCH AND VALVE SUPERVISORY SWITCH
REMOVED IN KEY NOTE #2, DETAIL 1.
A ’
1-3-1 @ INSTALL MANUAL FIRE ALARM CALL BOX ON THE EXTERIOR OF BUILDING 45 UTILIZING THE MANUAL
FIRE ALARM CALL BOX REMOVED IN KEY NOTE #3, DETAIL 1.
: - @ REMOVE (E) FIRE ALARM CONDUIT AND CIRCUITS ROUTED THROUGH AND ATTACHED TO BUILDING 45.
I RETAIN THE FIRE ALARM CIRCUITS FOR REINSTALLATION AT A NEW LOCATION.
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